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Rack Mounted Outlet Strip 

 
Rack Mounted Outlet Strip must be a recessed housing style power strip with six front 
facing outlets.  The outlet strip shall have a power switch, a “POWER ON” indicator, self 
contained 15A circuit breaker, three foot power cord, and internal surge protection with 
these minimum ratings:  

1. 720 joules 
2. 330 volts, UL 1449 (500 amps) 
3. <315 volts clamping level 
4. <5 nanoseconds response time 
5. Red LED surge indicator 

 
 
 


